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STATE AND CONSUMER SERVICES AGENCY
CALIFORNIA BUILDING STANDARDS COMMISSION
2525 NATOMAS PARK DR., SUITE 130
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Email:  BSC@dgs.ca.gov

PARTICIPATION COMMENTS FOR THE NOTICE DATED MARCH 18, 2008
Written comments are to be sent to the above address.

WRITTEN COMMENT DEADLINE: MAY 12, 2008

Date:        5/1/08

From: CHRIS RAUCH, PE
                       Name

    MAZZETTI & ASSOCIATES  – Consultants and Engineers
Company

530 Bush St. Suite 300 San Francisco California 94108
Street City State           Zip

I/We  (do)  (do not) agree with:

The Agency proposed modifications As Submitted on Section No. 315.1.1 2007 CMC OSHPD 1 & 4

and request that this section or reference provision be recommended:

  Approved   Disapproved   Held for Further Study   Approved as Amended

to the proposing state agency.

SUGGESTED REVISIONS TO THE REGULATION TEXT:

Exception:  Calculations substantiating that the humidity will not be outside the range shown in Table 315
more than 5.0% of the time on an annual basis may be submitted to OSHPD as an alternate method of
compliance.  Humidifiers are not required if OSHPD approves the alternate method of compliance.
Calculations shall be performed by a California licensed mechanical engineer and shall be based on the
1982 ASHRAE Climatic Data for Region X or other nationally recognized weather data.

REASON:

After much posturing and debate, there is no proven or concrete evidence that after the relaxation and
perhaps removal of the Table 315 humidification requirement there will be any detriment.  As a matter of
fact, it can be argued that retaining the humidification system requirement can do more harm from
continuous inhalation of very fine airborne solid particulates from the water stream, or if not maintained in
top shape allowing the fostering of biological growth within the moisture laden environment inside the
ducts.

Times have changed, and so should system design practices and codes.  In the 1970’s humidification had a
purpose to minimize static electricity problems and perceived positive health.  Then in the postenergy
embargo early 1980’s, nearly all building types eliminated the humidification practice.  Now 30 years later
humidification has proven to be unnecessary (except in respiratory care environments) and with the advent
of tighter constructed buildings with centralized highly filtered, air conditioning, the controlled environment
has very gradual swings between 10 – 50% RH in a holistic manner.  Our professional experience is that
most if not nearly all hospitals turn off the humidification.

With the advent of the 2030 Energy Challenge being introduced into Title 24 legislation that will require
significant energy use reductions, this is a positive step in reducing energy usage.  Hence I support the
proposed revision.  Implement first this relaxation, then consider in the future elimination of Table 315,
except on a casebycase need such as respiratory care environments.
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